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Wrap polythene vapour barrier
150mm up FlameSEAL on foundation

20mm chamfer

3mm FlameSEAL -
200mm wide constuction 
joint flashing

Aggregate as specified
Compacted soil

Compacted basecourse

Concrete slab and foundation

Precast concrete retaining wall

Waterstop seal

Drain  coil

Polythene vapour barrier
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Floor level

bituBOND® miradri 100mm 
wide tape full length of joint

DrainSEAL G-Drain system 
Protection Sheet

FlameSEAL primer on substrate

4mm FlameSEAL® Anti-root 
tanking sheet

Free draining backfill

Sheet Rev.Date Scale
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