
Folded non-corrosive
angle flashing

Building wrap/ underlay

Selected cladding over
cavity battens

flowRITE® TPO scupper cut beyond 
cladding line

fS D23 - flowRITE® Outlet Scupper Plan
Revision: July 2019

Bed end of flashing 
in SB PU sealant 
and rivet to scupper

flameSEAL primer on substrate

building wrap with flexible tape 
dressed into trimmed opening

4mm flameSEAL® cap sheet

SB PU sealant 

Sealant to scupper side

3mm flameSEAL® base sheet

flowRITE® scupper rebated into 
substrate - flameSEAL primer into 
rebate
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