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selected substrate with
chamfered external edge
- 5mm minimum radius

NOTE:

drip edge angle must be
manufactured from
TPO coated metal

membrane dressed down
over angle drip edge

deck beam

stainless steel fixings with
stainless stand-off sleeves
and washers

selected staunchion post
supporting handrail and balustrade

no sealant to the
leading edge of Schulter

dekMASTER®  membrane

dekMASTER®  Contact
adhesive on substrate

timber deck joists

ply on firrings
set to falls

selected tiles

Schluter®-Ditra uncoupling
underlayment

dek-MASTER® pre-formed
drip flashing system


